
HOURS: Monday, Wednesday, Thursday, Friday, 8:00 am to 5:00 pm; Tue
LOCATION: Ventura City Hall, 505 Poli Street, Room 201
PHONE: (805) 658-4717
MAILING ADDRESS: P.O. Box 99, Ventura, CA 93002-0099

The following requirements must be followed durin
California Fire Code, Chapter 14

Failure to comply may result in the placement of
Do not hesitate to contact the Fire Prevention Divisio
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F. An approved water supply for fire protection, either tempora
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systems. Impairments to any fire protection system shall be
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G. Buildings four or more stories in height shall be provided with not less than one standpipe for
use during construction. Such standpipes shall be installed when the progress of
construction is not more than 40 in height above the lowest level of fire department access.
Such standpipe shall be provided with fire department hose connections at accessible
locations adjacent to usable stairs. Such standpipes shall be extended as construction pro-
gresses to within one floor of the highest point of construction having secured decking or
flooring.

H. Smoking shall be prohibited except in approved areas. Signs shall be posted in accordance
with Section 310. In approved areas where smoking is permitted.

I. Precautions against fire. Sources of ignition and smoking shall be prohibited in flammable
and combustible liquid storage areas. Signs shall be posted in accordance with Section 310.

J. The storage, use and handling of flammable and combustible liquids at construction sites
shall be in accordance with Section 3406.2. ventilation shall be provided for operations
involving the application of materials containing flammable solvents. Housekeeping.
Flammable and combustible liquid storage areas shall be maintained clear of combustible
vegetation and waste materials. Such storage areas shall not be used for the storage of
combustible materials.

K. The storage, use and handling of flammable gases shall comply with Chapter 35.


